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'O Manual Mode Active

O VARIPF Active

O Loss of Generator Sensing
O Overexcitation Limter Active
© Underexcitation Limter Active
O Generator Overvoltage

O Overexcitaton Shutdown

O Underfrequency Active

Q Exciter Field Current Limit

O Pss Active

O Custom Alarm
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